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IT IS A VIOLATION OF LAW FOR ANY PERSON TO

ALTER THESE DOCUMENTS IN ANY WAY UNLESS

ACTING UNDER THE DIRECTION OF A LICENSED

PROFESSIONAL ENGINEER OR LICENSED

ARCHITECT.

ISSUE FOR BID

05/07/10ADDENDUM #021
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1. ALL BASE INFORMATION OBTAINED FROM

TOPOGRAPHIC AND UTILITY SURVEY PREPARED BY

MUNICIPAL LAND SURVEYORS, PC, DATED 07/14/09.

2. REMOVE AND CAP AND VALVE ALL UTILITIES AS

DIRECTED BY BNL.

3. RESET ALL VALVES, CATCH BASINS, MANHOLES AND

SURFACE APPURTENANCES, NOT BEING REMOVED, TO

FINISH GRADE IN ALL AREAS OF REGRADING AND NEW

WORK.

5. PATCH ALL EXISTING ASPHALT AS REQUIRED WHICH

HAS BEEN DISTURBED/TRENCHED/REMOVED.

6. REFERENCE 'GEOTECHNICAL REPORT -

INTERDISCIPLINARY SCIENCE BUILDING 1, CONCEPT

DESIGN PHASE' PREPARED BY GEI CONSULTANTS

DATED 04/23/08, COPIES AVAILABLE FROM HDR.  ALSO

REFERENCE 'GEOTECHNICAL REPORT -

INTERDISCIPLINARY SCIENCE BUILDING 1, FINAL DESIGN

PHASE' PREPARED BY GEI CONSULTANTS, DATED

09/11/09.

7. MINIMUM COVER OVER CHILLED WATER PIPING SHALL

BE 5 FEET.

8. SEE SHEET C-600 FOR OVERALL UTILITY PLAN.

9. SEE SHEET C-601 FOR STORM SEWER PLAN.

10. SEE SHEET C-602 FOR SANITARY SEWER PLAN.

11. SEE SHEET C-603 FOR SITE DOMESTIC AND FIREWATER

PLAN.

12. SEE SHEET ES-101 FOR SITE ELECTRICAL PLAN.
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